
Section 112.230  Approved Carbon Monoxide Alarms for Use in Public Schools 

a)	Carbon monoxide alarms in public schools must be listed in accordance with UL 2034, as incorporated by reference in Section 112.180.  

b)	Combined carbon monoxide and smoke alarms must be listed in accordance with UL 2034 and UL 217, as incorporated by reference in Section 112.180.

[bookmark: _GoBack]c)	For public schools designed on or after January 1, 2016, any carbon monoxide alarm installed to achieve compliance with the School Code and this Part must be monitored by any required fire alarm system and must be permanently powered by the building's electrical system. 
