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Section 120.200  New Installations of Pressure Vessels 

No Pressure Vessel, except those exempted by the Act or this Part shall be installed in this State unless it has been constructed and inspected in conformity with the applicable section of the ASME Boiler and Pressure Vessel Code, and inspected and registered in accordance with the requirements of this Part.  Existing non-standard pressure vessels may not be installed or reinstalled in a different location. 
