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Section 120.1360  Inspectors 

The Quality Control System shall include a definition of inspector.  The inspector as referenced in this Subpart D, Owner-User Quality Control Requirements shall meet the requirements of Section 8 and pass an examination in accordance with Section 9 of the Boiler and Pressure Vessel Safety Act.  The inspector must carry out his duties in complete compliance with this Division.  The inspector must have the authority to take necessary action if an unsafe condition is found. 

a)	The Owner-User inspector must: 

1)	Be a full-time employee of the Owner-User. 

2)	Be provided with the necessary tools and equipment to properly conduct his inspection duties. 

3)	Be provided with adequate space and necessary office equipment. 

4)	Be provided with proper and adequate training in order that he may effectively perform his duties.  Provisions shall be made for additional training if needed in order to assure effective performance of his duties. 

b)	The Owner-User inspector shall not perform inspections on equipment for which he has operation or maintenance responsibilities. 

(Source:  Amended at 17 Ill. Reg. 14917, effective September 1, 1993) 
