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Section 160.20  Location of Tanks – Restricted Classes of Property 

No storage tank shall be less than 300 feet from any mine shaft, air or escape shaft for any mine, nor from any existing school, institutional, public assembly, or theatre occupancy as defined in 41 Ill. Adm. Code 100.30. The distance shall be measured from near edges of tanks in all directions to near point of shaft or building. 

(Source:  Amended at 9 Ill. Reg. 10012, effective October 1, 1985) 
