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a)	Owners or operators shall ensure that releases due to spilling or overfilling do not occur. The owners or operators shall ensure that the volume available in the tank is greater than the volume of product to be transferred to the tank before the transfer is made and that the transfer operation is monitored constantly to prevent overfilling and spilling.
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b)	Owners or operators shall report, investigate and clean up any spills and overfills in accordance with 41 Ill. Adm. Code 176.300 through 176.350.
